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NOTES:

1. WARNING: This drawing does not 
illustrate the installation methods 
required for hazardous locations. Prior 
to any installation in a Classified 
Hazardous Location, verify installation 
methods by the Control Drawing 
referenced on the product’s name tag 
and national and local codes.
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8/AI   (TYPE II)

XFC
G4

 (2103329 BD) with TFIO AI Module to  

ABB 266HSH 1-5V Pressure Transmitter
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2. The Module Requires The 
Software To be Configured 
for Voltage or Milliamp 
Signal. For this 
Arrangement Select 0-
10Volt.
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